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STATE OF WASHINGTON

STATE BUILDING CODE COUNCIL

Washington State Energy Code Development
Standard Energy Code Proposal Form

Code being amended: [ ] Commercial Provisions [ ] Residential Provisions

Code Section # Table C405.4.2(2) footnotes / C405.2.2.1 Additional interior lighting power.

Brief Description:

Add footnotes to Table C405.4.2(2) Interior Lighting Power Allowances: Space-by-Space Method so that select spaces
will be in keeping with ASHRAE 90.1 2019. Correct typos and simplify language for reference to ornamental lighting.
Update section on C405.2.2.1 Additional interior lighting power for superfluous language and commonly requested
lighting technology (tunable white).

Proposed code change text: (Copy the existing text from the Integrated Draft, linked above, and then use underline for
new text and strikeout for text to be deleted.)

Table C405.4.2(2) INTERIOR LIGHTING POWER ALLOWANCES: SPACE-BY-SPACE METHOD

July 19, 2021



Integrated Draft 2021 WSEC-Commercial

TABLE C405.4.2(2)
INTERIOR LIGHTING POWER ALLOWANCES: SPACE-BY-SPACE METHOD

COMMON SPACE-BY-SPACE

COMMOMN SPACE-EY-SPACE

¥ 2
TYPES® LPD [wifi) TYPES LPD [wift?)
Atrium - Less than 20 faat in height 0.39 - Guast room®= 041 .
Atrium — 20 to 40 feset in height 0.48 E Laboratory
Atrium - Abowe 40 feel in height 060 E In or s a classrooms 1.11 :
Audiencelseating area - Parmanent «< 1 Otherwise 133 :
In an audilarium 061 : Laundry/washing area 0.53 :
In & gyrmnasium 0.23 i Laading dock, inlenor 0 ER =
In &n modion plclure theater ] it? ; Lobby® l
In & penitentiary 067 : In & facility for tha visualy -
In an performing arts theater 1.16 . impaired (and not used primanly 160 -
. L 1 by the staff® =
In a religious building 0.7z = -
i For an elevator 065 =
In a sports arana 0.33 ; ¥
Otherwise 0.23 - & hatel 0.51 :
Banking aclivily area 06 . In & maotion pictwre theater 0.23 :
In a performing arts theatar 1.25 =
Breakroom (see Lounge/breakroom ) 1
— CHharsisa .84 "
Classroomileciure hallftraining room 1
Lackar room 0.52 "
In @ peenilentary .89 i :
Mherwlsa™ 0.7 ' Loumge Mreakioom r s I
i | mealth -
Computer room, data centar 094 = n @ heallh care fackily :
- - i Cherwiza 0.54 -
Conference/mesting/mutipurpose 0.av H o |
Confinament ol 0.7o . e ;
Fre—— T i Enclosed = 250 0.74 :
C-:lp};pnn —_ ] Enclosad =250 0.66 :
pmar . I. Crpen plan 0.61 "
In a facility for the visually =
impaired (and not used primarily 0.71 . Parking area, Interior 0.12
by the staffjt . Pharmacy area 1.56 .
I @& Feasgatal 0. i Riestroom
In & manufacturing facility 041 . In a facility for tha visually =
Oihersiset £=— 0 041 : impared (and nobl esed primarily 1.26 H
Courraam® 1.20 ' by the s.l:af"]"' .
CILIEAT . L
— T Ohereise” 0,63 s
Dining area 1 i
. Sales arca 1.05 m
In a penilenliany 042 - - 1
. . ] Seating area, general 023 =
Ir & Facility Tor the visually [ ]
irmpaired {and not used primanly 1.27 . Stairway (See space conlaining
by the stairf D | steway) o
In a barlounge or leisure dining” 0.B6 1 ME- 049 3
In cafateria or fast food dining 0.40 ; Storage room
I & farmily dining area ™ .60 i < 50 fi2 0.51 :
Citharaige 0.43 . HO-100 0* 0,36 .
Electricalimechanical 0.43 . Al other storage 0.36 .
Emargency vehicle garags .52 . Wahicular maintenanca 0.50 :
Faod preparation 1.09 E Waorkshop 1.26 -




Integrated Draft 2021 WSEC-Commercial

TABLE C405.4.2(2) (continued)
INTERIOR LIGHTING POWER ALLOWANCES: SPACE-BY-SPACE METHOD

BUILDING SPECIFIC ; BUILDING SPECIFIC
SPACE-BY-SPACE TYPES" LPD (wit") SPACE-BY-SPACE TYPES" LPD fwiit')
Automaolive 060 . I a high bay area 124 v
Convenlion ceriler - Exhibit space 0,61 ' n. :ﬁ-ﬁiq-lﬂﬁ':}mm floor-cailing .
Dormitory living quarters’ 050 . In a low bay area 0.86 a
Facility for the viswally impaired® l (= 25-foct floor-ceiling height) -
In a chapel {and not used 070 . ML l
primarily by tha staff) . In a general exhibition area & & .31 "
In a recreation room (and nol 177 - In a rastoration room 1.10 :
used primarky by the staff) ' Perfarming ans theater 0.41 :
- I . - =
. Fire: slalionsy = (Fooinote dossn't go o anything) dresaingﬁ%ting room .
L]
Sleeping quarters 0.23 . Post office—Soring area 0.7 .
Gymnasivm/fitnass center Religious buikding l
In an exercise ama 0.9 ; Iew & Felloweship buall™ .54 :
If & playing anea 0.85% . I & worship pulpltichomr 085 .
Haalth care facility = =0 ares .
In an examitreatmant rmom 1.40 . Retal l
) i Im a dressingfitting room .51 .
In an imssging room 0,94 - 1
] In & mall concourse 0.g2 .
In a medical supply room 0,62 o -
N & e 082 : Sporls arena—Playing area l
I w i '1 . ] For a Class 1 facility 294 :
i .
In A mures 51_5 e 228 ] For a Class 2 facility 2.0 :
I" an ﬂz'ml " Tm s : For a Class 3 facility* 1.30 :
I" . D: o 'Iclhc ' oo : For a Class 4 facility 0 66 -
I 3ok Ie m -, "
I: : DP;;' i: ”{r ;D:r' e e i Transporiation = :_
P CDVE i8] . "
Inahb /! I 039 u
Litlraq." +— (Foabnole dassn't go ba amything) | I: jn Zﬁ::igrz:::ii:cama 025 !
In a readi n 8.3 .95 . o i
In IE: Bl:f e ) '1%"'" ] AL a terminal ticket counter” 0.51 =
| i N L
— 5 - i YYarehouse—S3torage area l
Manulaciuring Faciity l Far madium to bulky 033 =
In a detailed manufaciunng 0.80 . palletized ftems -
e . For amallar, hand-camed 064 :
In an equipment room 0.7 ; items .
In an extra high bay area 1.42 l
{= 50-foot floor-cailimg height) ;

c. For spaces in which lighting is specified to be installed in addition to, and controlled separately from, the general
lighting for the purposed of highlighting art or exhibits, provided that the additional lighting power shall not exceed 0.4
W/ft2square foot of such spaces.

n. Additional lighting power allowance of 0.30 W/square foot for ornamental lighting. Qualifying ornamental lighting
includes luminaires susheschandelicrssseonceslanternsnecnandcoldcathode lightermiting diedes theatries

manner that does not serve as display lighting or general lighting.

C405.4.2.2.1 Additional interior lighting power. Where using the Space-by-Space Method, an increase in the interior
lighting power allowance is permitted for specific lighting functions. Additional power shall be permitted only where the
specified lighting is installed and automatically controlled separately from the general lighting, to be turned-offduring



nAenRbusiress-hoursand controlled in accordance with Section C405.2.6. This additional power shall be used only for the
specified luminaires and shall not be used for any other purpose. [Insert carriage return]

An increase in the interior lighting power allowance is permitted in the following cases:

a. Ffor lighting equipment to be installed in sales areas specifically to highlight merchandise. The additional lighting
power shall be determined in accordance with Equation 4-11:

Additional interior lighting power allowance = 500 watts + (Retail Area 1 X 0.45 W/ft?) + (Retail Area 2 X
0.45 W/ftZ) + (Retail Area 3 x 1.05 W/ft2) + (Retail Area 4 x 1.87 W/ft2)

{Equation 4-11)

Where:

Retail Area1 = The floor area for all products not listed in
Retail Area 2, 3 or 4.

Retail Area2 = The floor area used for the sale of vehicles,
sporting goods and small electronics.

Retail Area3 = The floor area used for the sale of furniture,
clothing, cosmetics and artwork.

Retail Area4 = The floor area used for the sale of jewelry,

crystal and china.

Exception: Other merchandise categories are permitted to be included in Retail Areas 2 through 4,
provided that justification documenting the need for additional lighting power based on visual
inspection, contrast, or other critical display is approved by the code official.

b. For luminaires serving circadian lighting stimulus, specified fixtures with tunable color or white light may be listed at
50% connected load.

Purpose of code change:

This Code Change Proposal amends the current code so that Washington State more closely matches ASHRAE-90.1 2019,
without the specific addition of 0.75W/ft?.

An inerease m the inferior lighting power allowance 15 permitted in the following cases:

a. For each space in which lighting is specified to be installed in addition to the general
lighiting for the purpose of decorative appearance or for highlighting art or exhibits
not exempled in Table 92,31, Item 11, provided that the additienal lighting power
shall not exceed 0.75 W/ of such IPOCEE.

As a reminder General Lighting in the Integrated Draft is now defined as:

sreaa space. General lighting shall not include lighting that provides a dissimilar level of illumination to

GENERAL LIGHTING. |nterior lighting that provides a substantially uniform level of illumination throughout as-
serve a specific application or decorative feature within such area.

Artwork illumination (display lighting) and lighting integrated within art (ornamental lighting) should be encouraged for
the purpose of spatial definition, improved human experience, and general well-being. When applied selectively, as it
most often is, display and ornamentation lighting has the potential to reduce the power consumption of general lighting
surrounding it based on the needs of visual balance and implied hierarchy.

The problem with the code as written is that more space types in the Table C405.4.2(2) warrant the use of current
footnotes c. (Display) and n. (Ornamental) lighting, e.g. primary stairways, tenant improvement open office areas,
libraries at large (not just the reading room), in many health care facility areas, transportation areas, etc. The selection
of pertinent areas can be subjectively interpreted, as can the difference between the lighting of artwork and lighting
being the actual artwork.



Additionally, no mention of circadian stimulus lighting is mentioned in the code, a treatment in many commercial spaces
now which doubles the connected load of the specific luminaire. Sometimes this lighting is the general lighting, and as
such warrants different code language. A listing at 50% connected load will be comparable to static color temperature
equivalent optical distribution luminaires.

“« ”

Your amendment must meet one of the following criteria. Select at least one:

[ ] Addresses a critical life/safety need. [X] Consistency with state or federal regulations.
X] The amendment clarifies the intent or application of [ ] Addresses a unique character of the state.
the code.

|E Corrects errors and omissions.
[ ] Addresses a specific state policy or statute.
(Note that energy conservation is a state policy)

Check the building types that would be impacted by your code change:

[ ] Single family/duplex/townhome [ ] Multi-family 4 + stories X Institutional

[ ] Multi-family 1 - 3 stories X] commerecial / Retail [ ] Industrial

Your name CJ Brockway, IALD, MIES Email address cj@sparklabLD.com
Your organization  SparklLab Lighting Design, LLC Phone number 206.251.8117

Other contact name Click here to enter text.

Instructions: Send this form as an email attachment, along with any other documentation available, to:
sbcc@des.wa.gov. For further information, call the State Building Code Council at 360-407-9278.



mailto:sbcc@des.wa.gov

Economic Impact Data Sheet

Briefly summarize your proposal’s primary economic impacts and benefits to building owners, tenants and businesses.

Provide your best estimate of the construction cost (or cost savings) of your code change proposal? (See OFM Life Cycle
Cost Analysis tool and Instructions; use these Inputs. Webinars on the tool can be found Here and Here)

SClick here to enter text./square foot (For residential projects, also provide SClick here to enter text./ dwelling unit)

Show calculations here, and list sources for costs/savings, or attach backup data pages

Provide your best estimate of the annual energy savings (or additional energy use) for your code change proposal?
Click here to enter text.KWH/ square foot (or) Click here to enter text.KBTU/ square foot
(For residential projects, also provide Click here to enter text. KWH/KBTU / dwelling unit)

Show calculations here, and list sources for energy savings estimates, or attach backup data pages

List any code enforcement time for additional plan review or inspections that your proposal will require, in hours per
permit application:

All guestions must be answered to be considered complete. Incomplete proposals will not be accepted.


https://ofm.wa.gov/sites/default/files/public/budget/forms/LifeCycleCostTool.xlsb
https://sbcc.wa.gov/sites/default/files/2021-04/lifecyclecosttoolinstructions.pdf
https://sbcc.wa.gov/sites/default/files/2021-04/Methodology%20_Cost%20_Benefits%20_NRGCodeChanges_1_22_19.pdf
https://vimeo.com/album/3598715
https://vimeo.com/album/3462314

